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Issued to:  SELEC CONTROLS PVT LTD 

EL 27/1, ELECTRONIC ZONE TTC 

INDUSTRIAL AREA, MIDC 

MAHAPE, NAVI MUMBAI MH 400709 INDIA  

   

This certificate confirms that 

representative samples of 

 AUXILIARY DEVICES 

USL, CNL – Open-Type Electronic timer relays,   

 

600 followed by SD-110-CU or SD-CU, ST-CU or ST-24-CU 

or ST-110-CU or U-CU, DT-CU or XU-CU or VPR-170/290-

CU or PSR-165/300-CUor ST-A-CU or ST—A-110-CU or 

ST-A-24-CU or XU-A-CU or XU-B-CU,  may be followed by 

five digits alpha numeric numbers. 

   

  Have been investigated by UL in accordance with the 

Standard(s) indicated on this Certificate.  

   

Standard(s) for Safety:  UL 508 and CAN/CSA C22.2 No. 14-13 - The Standard for 

Industrial Control Equipment. 

Additional Information:  See the UL Online Certifications Directory at  

https://iq.ulprospector.com  for additional information. 

 
 

 
This Certificate of Compliance does not provide authorization to apply the UL Mark.  Only the UL Follow-Up 
Services Procedure provides authorization to apply the UL Mark. 
 
Only those products bearing the UL Mark should be considered as being UL Certified and covered under UL’s 
Follow-Up Services.  
 
Look for the UL Certification Mark on the product. 
 
 


